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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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VAMC - WADE PARK

Revisions: Date

FULLY SPRINKLERED

BID ISSUE 4/29/2016 4/29/2016

541-16-101

MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL FOURTH FLOOR

PLUMBING PLAN - MAIN BUILDING

CENTER

4-MBC
JMC

0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'0' 4' 8' 16' 32'

 1/8" = 1'-0"

PARTIAL FOURTH FLOOR PLUMBING PLAN - MAIN
BUILDING CENTER

1N

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 4 CENTER

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE AND CONNECT TO EXISTING DOMESTIC HOT WATER
PIPING AS SHOWN ON PLANS. REBALANCE EXISTING HOT WATER RECIRCULATION BALANCE VALVE TO 1.0 GPM.

PROVIDE NEW 3/4" HOT WATER RETURN LINE BETWEEN LOCATIONS SHOWN ON PLANS AND CONNECT
COMPLETE.

CODED NOTES
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3
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FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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BID ISSUE 4/29/2016 4/29/2016
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PLUMBING PLAN - MAIN BUILDING
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PARTIAL FOURTH FLOOR PLUMBING PLAN - MAIN
BUILDING EAST
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1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

CODED NOTES

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 4 EAST



FEC

Private Isolation

4B136

Ante

4B135

Patient Lounge

4B134

Corridor

4B100A

Conference Room

4B131

Toilet/ Shower

4B136A

Toilet/ Shower

4B137A

Private

4B137

Corridor

4B100C

Private

4B138

Toilet/ Shower

4B138A

Ante

4B140

Toilet/ Shower

4B142A

Private Isolation

4B142

Private

4B144

Toilet/ Shower

4B144A

Data

4B145

2 Bedroom Observation

4B146

Toilet/ Shower

4B146A

Toilet/ Shower

4B148A

Corridor

4B100F

2 Bedroom

4B148

Stair #4

4B149

2 Bedroom

4B150

Toilet/ Shower

4B150A

Toilet/ Shower

4B151A

Private

4B151

Ante

4B152

Equipment

4B129

Chute

4B139

Chute

4B127

EMS

4B141

EMS

4B126

Clean Utility

4B125
Soiled Utility

4B123

Elect.

4B143

Elect.

4B121

Dict./ Report

4B117B

Toilet

4B119 Nourish

4B118

Meds

4B117A

Nurse Station

4B117

?

?

Closet

4B147

Corridor

4B100E

Corridor

4B100B

Ante

4B133

Private Isolation

4B132

Toilet/ Shower

4B132A

Toilet/ Shower

4B130A

Private

4B130

Private

4B128

Toilet/ Shower

4B128A

Toilet/ Shower

4B124A

Private

4B124

Private

4B122

Toilet/ Shower

4B122A

Toilet/ Shower

4B120A

Semi Private

4B120

Toilet/ Shower

4B116A

Private

4B116

Stair #3

4B115

Corridor

4B100D

Private

4B114

Toilet/ Shower

4B114A

Toilet/ Shower

4B113A

Private

4B113

Elect.

4B112

Elect.

4B111 Alcove

4B110

Phys. Work Room

4B153

Toilet/ Shower

4B109A

Private

4B109

P-418

P-418

P-418

P-711P-103

X - 1/2"ø CW
X - 1/2"ø HW
X - 1/2"ø HWR

X - 2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

X - 3/4"ø CW

X - 1/2"ø CW

X - 1 1/4"ø CW

P-103

P-418

P-103

P-418

P-711

P-418

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

P-103

P-711

P-418

P-103
P-418

P-528

X - 1/2"ø CW

X - 3/4"ø CW

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

P-711

P-418

P-418
P-103

X - 1 1/4"ø CW

X - 3/4"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

P-711

P-103

P-418

X - 3/4"ø HW
X - 1 1/4"ø CW

P-418

P-505

P-502

P-502

X - 1 1/2"ø CW

X - 3/4"ø HWR
X - 3/4"ø HW

X - 3/4"ø CW
X - 3/4"ø HWR

X - 3/4"ø HW
X - 1 1/2"ø CW

X - 1"ø HW

P-103

P-418

P-711

P-418

P-103

P-418

P-418

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 3/4"ø HW

X - 3/4"ø HWR

X - 1/2"ø HW
X - 3/4"ø CW

X - 1 1/4"ø CW

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

X - 3/4"ø CW X - 1 1/2"ø CW

X - 3/4"ø HW
X - 1/2"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW

P-103

P-711

P-418

P-418

P-103

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWRX - 3/4"ø HW

X - 1"ø HWR
X - 1 1/2"ø HW

X - 2 1/2"ø CW

P-609

X - 1 1/2"ø CW

X - 1/2"ø HW

X - 1/2"ø CW
X - 1/2"ø HW

P-415

P-103

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 2"ø CW
X - 1 1/2"ø HW

X - 1"ø HWR

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

X - 1 1/2"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 3/4"ø CW
X - 1/2"ø CW

X - 1/2"ø HW

X - 1/2"ø CW
X - 1/2"ø HW

X - 3/4"ø CW
P-418

P-711

P-103

P-418

P-418

P-103

P-103
P-418

P-711

P-103

P-418

P-711
P418

X - 1/2"ø HWR
X - 3/4"ø HW
X - 1 1/2"ø CW

X - 3/4"ø CW
X - 3/4"ø HW

X - 3/4"ø CW
X - 3/4"ø HW

1

1

P-103

P-711

P-418

P-418

P-103

P-103

P-711

P-418

P-418

P-103

P-103

P-711

P-418

3/4"ø HWR 3/4"ø HWR

1

1

1

Q8 Q12Q9

N8 N12N9

L2L1 L13L7L6L5
L12L9L8

K3K1 K13K7K6K5 K12K9K8

J1

H2H1 H14H7H6H4 H12H8

J13J12J11aJ8J7J6J5J3

H11a

F12

D12

F11a

D11a

F14

D14

D1 E1 F1 G1

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.

CODED NOTES

 1" = 100'-0"

KEY PLAN - MAIN BUILDING 4 WEST
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FEC

Work Area
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Patient/ Visitor Lounge

5A138

Office
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Office, MD
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TP-1

X-P709

X-P521

X - 1/2"ø HWR
X - 1/2"ø HW
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X-P802
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X - 1/2" HW, DN.
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North Penthouse
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HVAC Equipment
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Penthouse Passage
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FEC

TP

TP
TP

TP

X-1/2"CW UP

TP

TP

TP

TPV

TPV

X-1/2"CW DN TO 4TH
FLOOR TRAP PRIMERS

X-1/2"CW DN FROM
5TH FLOOR

X-3"CW,
X-2-1/2"HW,

X-1-1/2"HWR
UP/DN

DRAINS

RISE/DROP

X-1/2"CW DN FROM
6TH FLOOR

(2) X-1/2"CW DN
FROM 5TH FLOOR

(2) X-1/2"CW DN
TO 4TH FLOOR
TRAP PRIMERS

TPV

(2) X-1/2"CW DN
TO 4TH FLOOR
TRAP PRIMERS

X-2"CW UP/DN

X - 1/2"ø HWR
X - 3/4"ø HW

X - 1 1/2"ø CW

One-Bed Room

5F171

One-Bed Room

5F172

One-Bed Room

5F173

One-Bed Room

5F174

One-Bed Room

5F175

One-Bed Room

5F176

One-Bed Room

5F177

One-Bed Room

5F178

Two-Bed Room

5F179

Two-Bed Room

5F180

Soiled Linen Holding

5F190

Trash Collect

5F191
EMS Storage

5F192

Service Elevator Lobby

5FC01B

Resident Clothing & Luggage Storage

5F101

Two-Bed Room

5F102

Clean Linen

5F103

Two-Bed Room

5F104

One-Bed Room

5F105

One-Bed Room

5F106

One-Bed Room

5F107

One-Bed Room
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Elec. Closet
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Telecom/ IRM
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Elec. Closet
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Employee Lockers/ Lounge

5F200

Soiled Utility

5F201

Clean Utility

5F202

Tub Room

5F208

Resident

5F209

EMS

5F210

Toilet

5F200A

Stair S1

5FS1

Sat. Nurse Charting

5FC01A

Corridor

5FC01

Corridor

5FC02

Corridor

5FC03

Corridor

5FC08

Toilet

5F172A

Toilet

5F173A

Toilet

5F174A

Toilet
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Toilet

5F176A

Toilet

5F177A

Toilet
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Toilet
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Toilet
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Toilet
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Toilet
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Toilet
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Toilet
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Toilet
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Toilet
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X - 3"ø CW
X - 2 1/2"ø HW

X - 1 1/2"ø HWR
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X - 2 1/2"ø HW
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X - 3/4"ø HW
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X - 3/4"ø HW

One-Bed Room

5F108

Corridor

5FC02

One-Bed Room

5F108

Corridor

5FC02

One-Bed Room

5F108

Corridor
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Toilet
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One-Bed Room

5F108

Corridor

5FC02

P-701
P-420
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P-701

P-701
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P-103

P-420

P-420

P-103
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P-418
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P-103
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P-418
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P-701
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P-701

P-701

P-420
P-103

P-103

P-420

P-420

P-420

P-701

P-103

P-420

P-701

P-103
P-420

P-420

P-420

P-701

P-103

P-420

P-701

P-103 P-420

P-420

P-420

P-701
P-103

P-420

P-701

P-103 P-420

P-420

P-420

P-701

P-103

P-420

P-701P-802

P-101P-418

P-808 P-808

P-103

P-418

P-501

P-418

P-505

X - 3/4"ø CW
X - 3/4"ø HW
X - 1/2"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 1/2"ø
X - 1/2"ø

1

1

X - 1/2"ø

U2S2P2

R5

S11P11

S12P12

S15P15

S17P17

S19P19

C18

J18

K19 N19 O19

C16

J16

N17

C14

J14

N15

C10

C8

J10

J8

C4

O4

C1

DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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